
Surgery Renovation and Expansion 24-Apr-09

PHASE 1 & 2 - DOOR FRAME & HARDWARE SCHEDULE

OPENING LOCATION LABEL HDWR NOTES

NUMBER TYPE MATL WIDTH HEIGHT THICK. GLASS TYPE MATL DTL (MIN.) GROUP

TYPE  

 C2-13A SURGICAL STORAGE D1 HM 3'-0" 7'-0" 1 3/4" -- F1 MTL-KD -- ---- 6

 C2-17 CORRIDOR EXIST EXIST PAIR 3'-0" 7'-0" 1 3/4" T EXIST EXIST -- EXIST 1, 2

 C2-17A SURGICAL STORAGE D1 HM 3'-0" 7'-0" 1 3/4" -- F1 MTL-KD -- ---- 6

 C2-30 CORRIDOR D2 HM PAIR 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-126 AUTO, SS

 C2-31 STAIRWELL D2 HM 3'-0" 7'-0" 1 3/4" T F1 HM 90 min. HW-38 WS

 2-134 PRE-OP D3 HM PAIR 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-113 OH

 2-134-E PATIENT TOILET D1 WD 3'-0" 7'-0" 1 3/4" -- F1 HM -- HW-14 OH, 2

 2-136 MEDS D2 HM 3'-0" 7'- 0" 1 3/4" T F1 HM -- HW-13 WS

 2-156 SURGICAL CLERK D2 HM 3'-0" 7'- 0" 1 3/4" T F1 HM -- HW-23

 2-162A LOUNGE D2 HM 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-1 WS

 2-167 SURG. EQUIP. STOR. D2 HM 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-69 OH

 2-189 SOILED DECON. EXIST EXIST EXIST EXIST EXIST -- F1 HM -- EXIST OH, 4, 5

 2-196 OR-6 D2 STS PAIR 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-59 AUTO, 7

 2-197 OR-5 D2 STS PAIR 3'-0" 7'-0" 1 3/4" T F1 HM -- HW-59 AUTO, 7

 2-198A CLEAN SUPPLY D2 STS 3'-8" 7'- 0" 1 3/4" T F1 HM -- HW-42 OH, 7

 2-198B CLEAN SUPPLY D2 STS 3'-8" 7'- 0" 1 3/4" T F1 HM -- HW-12 WS, 7

 2-198C CLEAN SUPPLY D2 STS 3'-8" 7'- 0" 1 3/4" T F1 HM -- HW-12 WS, 7

 2-199A SUB-STERILE D4 STS 3'-0" 7'- 0" 1 3/4" T F1 HM -- HW-12 WS, 7

 2-199B SUB-STERILE D4 STS 3'-0" 7'- 0" 1 3/4" T F1 HM -- HW-12 WS, 7

 2-200 ELECTRICAL D1 STS 3'-0" 7'- 0" 1 3/4" -- F1 HM -- HW-13 WS, 7

 2-201 STORAGE D3 STS 4'-0" 7'- 0" 1 3/4" T F1 HM -- HW-69 OH, 7

 2-202 STORAGE D3 STS 4'-0" 7'- 0" 1 3/4" T F1 HM -- HW-69 OH, 7

 2-203 ANESTHESIA  EQUIP. D2 STS 3'-0" 7'- 0" 1 3/4" T F1 HM -- HW-69 WS, 7
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GENERAL NOTES:

TOP & SIDE RAILS SHALL BE 9" MIN. BOTTOM RAILS SHALL BE 12" MIN.

KEYED NOTES:

1. EXISTING DOOR AND FRAME TO REMAIN.

2. VERIFY EXISTING DOOR HAS AUTO OPENER

3. DOOR TO BE UNDER CUT BY 3/4"

4. RELOCATE EXISTING DOOR (SEE DEMO PLAN), FRAME AND HARDWARE. PATCH, REPAIR, AND PAINT AS NECESSARY. 

5. INSTALL DOOR HARDWARE PER SCHEDULE.

6. TEMPORARY DOOR, FRAME AND HARDWARE PROVIDED BY CONTRACTOR

7. KICKPLATES AND ARMOR PLATE NOT REQUIRED AT STAINLESS STEEL DOORS
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